
6.1 WIRING DIAGRAM / ENCLOSURE DIMENSIONS

7.1 PROBLEMS SOLUTIONS

DEFECT POSSIBLE CAUSE SOLUTION

Wrong differential pressure reading. Pneumatic connection not free.
Pipe damaged

With pipes disconnected, check that the  
output signal is 4 mA. If the signal is  
correct, check that the connection pipes  
between the equipment and the filter is not  
clogged or damaged. If they are clogged,  
disconnect the pipes from the equipment  
and blow compressed air inside.


